
~ [ibte, ;i)epwdment
P.O. Box 271

Gardiner, NY 12525
Phone: (845) 255-1689 Fire House

October 2, 2018
RE: Heartwood Site Plan Lodging facility

Developer - Shinrin Yoko, LLC
C/o Phillip Rapoport
Owner: Taylor Family Partnership, LP
Section 93.4 Block 1, Lot 42.100 & 41.120

Gardiner Planning Board
POBox 1
Gardiner, 12525

Dear Planning Board Members:

I have reviewed Site Plan Sheets for Heartwood, specifically pertaining to Firematic concern, dated last
revised 9/4/2018. Gardiner Fire Department reviewed the relocation of cabins and parking spaces by the
pond which were relocated to the main buildings. We have no new comments to add.

Upon review of Sheet so of S5 Firetruck Movement Plan for Heartwood that provides detail for Dry Hydrant;
the Dry Hydrant design shown is to be revised.

Please see attached Dry Hydrant and Water Delivery System Specifications; this is the appropriate dry
hydrant design that is to be constructed. Please revise the Site Plan accordingly.

To ensure proper operation, I am to be contacted through each phase of construction to ensure Firematic
concerns.

I am available to discuss this matter further, should you require further assistance, please feel free to contact
me at 845-527-5595.

Sincerely,
~j22?$

Brian Stiscia,
Assistant Chief
Gardiner Fire Department

Cc: Kristin Soong via email (w/attachment)
File
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SPEC1FIGATIONS ~ Design using two 90° elbows
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SPEC!FICATIONS PRECAST DRY WELLS
Concrete Minimum Slleogth: 4,000 psi 01 28 days MODEL DW-4XB -LlaoO r.Al.1.()NS
RRinf"'I"IIN\ "', I: II j o , ....----
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Air Entroinment: 5% Woodard's Concrele Products, Inc.
Copacit t: 1000 gollons to inlet 6 2 9 L Yboll II:0 ad, Bullville, NY 10915
Sidewall Area: 100 s qu are feet ( 8 4 5) 3 6 L- 3 4? 1 / P a x 3 B 1- 105 0

Lood Rating: H2O Weigh t = 4,400 Ib s Page 6D



PRECAST DRY WELLS
DW-6.S (A&B)
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SPECIFICA TIONS

Concrete Minimum Strength - 4.900 psi at 28 days
Reinforcement - #3 Rebar
Air Entrainment - 6::
Capacity - 1.000 gallons
Absorption Area - 104 square feet
H20 looding on request


